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BUILDING 1001
REMOVE (E) WALL MOUNTED REMOVE (E) WALL
ACCESSORIES, LIGHT MOUNTED ACCESSORIES
FIXTURES, MIRROR, SINK,
AND COUNTER
REMOVE (E) STORAGE
CABINET, STORE OR
DISPOSE PER OWNER'S
REQUIREMENTS
REMOVE (E) TOILET
REMOVE (E) HEATER
A UNISEX RESTROOM PHOTOS - ROOM 111 -
SCALEN.T.S.
REMOVE (E) WALL MOUNTED REMOVE (E) WALL REMOVE (E) WALL _
ACCESSORIES, LIGHT MOUNTED MOUNTED ACCESSORIES f
FIXTURES, MIRROR, SINK, ACCESSORIES, LIGHT : i , ]
COUNTER, AND URINAL FIXTURE, AND TOILET » )
: -
REPAIR (E) WINDOW
FRAMES AS REQUIRED,
TYP. ]
REMOVE (E) TOILET !
PARTITION = N
REMOVE (E) HEATER
Ci MEN'S RESTROOM PHOTOS - ROOM 112 || g
SCALEN.TS. | i H
_ T | S| R
REPAIR (E) WINDOW REMOVE (E) WALL REMOVE (E) WALL D e
FRAMES AS REQUIRED, MOUNTED MOUNTED e atessces
TYP. ACCESSORIES AND ACCESSORIES, LIGHT § / R AR
TOILET FIXTURES, MIRROR,
SINK, AND COUNTER
REMOVE (E) TOILET i
PARTITION
REMOVE (E) HEATER |
DA WOMEN'S RESTROOM PHOTOS - ROOM 113 L
SCALEN.TS.
RELOCATE (E) '
TANKLESS HWH AND
PIPING
NORTH
E1 CLOSET PHOTOS - ROOM 114 E1 PLAN - BUILDING 1001
SCALEN.T.S. SCALEN.TS.

REPAIR, PATCH, AND REPAIR, PATCH, AND
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(E) WALLS AS (E) WALLS AS
REQUIRED, TYP. REQUIRED, TYP.
REMOVE (E) DRINKING
FOUNTAIN
—
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1 3 4 5 6 7 8 | 9
DOOR SCHEDULE SHEET NOTES
DOOR | DOOR PANEL FRAME DOOR DETAIL FIRE HW
- DOOR MATERIALS FRAME MATERIALS
NUMBER ROOM NAME TYPE W H THK MAT. FIN. MAT. | FIN.| HEAD JAMB | Thresnolp| RATING |[SET |REMARKS
100A  |ENTRANCE CORRIDOR SEE (E)5-0" | (E)7-0" (E) (E) P-X (E)ySW | P-X B7/21 B7/22 NR 13 |(E) DOOR TO REMAIN, REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME AND A ACROVYN HM  HOLLOW METAL
BELOW PAINT. ALL GLASS TO BE REPLACED WITH GL-2. INSTALL AUTO DOOR OPERATOR AL ALUMINUM SW  SOLID WOOD
101 CHAPEL SEE (E)6-0" | (E)7-0" (E) (E) S-X (E)SW | S-X B7/22 NR 01 |(E) DOOR TO REMAIN. BROKEN GLASS LITE TO BE REPLACED WITH GL-1 TO MATCH (E). GL  GLASS
BELOW INSTALL PANIC HARDWARE | HM  HOLLOW METAL
SCW SOLID CORE WOOD
102 CHAPEL SEE (E)4-8" | (E)7-0" (E) (E) P-X (EYSW | P-X F7/22 NR 02 |(E)DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME AND STL  STEEL
BELOW PAINT CL  CHAINLINK
103 KITCHEN A (E)3-0" | (E)7-0" (E) (E) P-X (E)SW | P-X F7/22 NR 14 |(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME AND
PAINT DOOR + FRAME (GENERIC) FINISH
104 STAFF RESTROOM A 3'-0" 7-0" 2" SCW P-X SW P-X F7/21 F7/21 D7/22 NR 05
105 OFFICE/RECEPTION A E)3-0" | (E)7-0" (E) SCW P-X SW P-X E7/22 NR 06 |RELOCATE (E) DOOR PROVIDE NEW FRAME. REMOVE EXISTING PAINT ON DOOR AND FRAME.| | P-X  PAINT (INDICATE TYPE CODE)
PREP, PRIME AND PAINT S-X  STAIN (INDICATE TYPE CODE)
106 RECEPTION/KIOSK C 3-0" 7'-0" 1 3/4" SCW P-X SW P-X F7/21 F7/21 E7/22 NR 11 |LOUVERED DOOR VA STANDARD DOOR MODIFICATION CODE
107 OPERATIONS A 3'-0" 70" 2" SCW P-X SW P-X| C7/21 C7/21 F7/22 NR 06
108 MULTI-PURPOSE A 30" 7'-0" 2" SCW P-X SW P-X | B6/21 B6/21 F7/22 NR 09 20 ‘/ﬁm{?% %IEI)AS!?OPENER (SWING OR SLIDE]
109 DIRECTOR A 30" 70" 2" SCW P-X SW P-X | C7/21 C7/21 F7/22 NR 06 AL AUDIBLE ALARM (ON EGRESS)
110 CEMETERY REP A 3-0" 7'-0" 2" SCW P-X Sw P-X C7/21 C7/21 F7/22 NR 06 CL STAND ALONE CARD READER LOCK
111 NOT USED CR  CARD READER
112 MEN'S RESTROOM B 3-Q" 7'-0" 1 3/4" HM P-X HM P-X D6/21 D6/21 D7/22 NR 10 D  DOUBLE GLAZED TEMPERED GLASS
113 | WOMEN'S RESTROOM B 30" 70" 13/4" HM P-X HM P-X | D6/21 D6/21 D7/22 NR 10 aE Efééﬁf?;i%’f_%sngN
114 CLOSET SEE (Ey2-0" | (E)7'-0" (E) (E) P-X (E)SW | P-X F7/22 NR (E) |(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME C  INTERCOM
BELOW AND PAINT ID  INTEGRATED DOOR ASSEMBLY
115 STORAGE SEE (E)3-0" | (E)7-0" (E) (E) S-X (EYSW | P-X NR (E) [(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME Il INTERLOCKED
BELOW AND PAINT L LOUVER
- — . , LL  LEAD-LINED DOORS
116 STORAGE SEE (E)3-0 (E) 7-0 E) () S-X (E)SW | P-X NR (E) |(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME P LIGHT PROOF LOUVER
BELOW AND PAINT M MECHANICAL SEAL FOR LIGHT PROOF AND SOUND
117 JANITOR B 30" 7'-0" 13/4" HM P-X HM P-X | DB8/21 D8/21 F7/22 NR 11 RETARDING DOOR
118 NOT USED — = P PANIC HARDWARE
— — PB  STAND-ALONE PUSH BUTTON LOCK
119A HALLWAY SEE (E) 3-6 (E)7-0 (E) (E) P-X (E)SW | P-X B7/22 NR 04 |(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME
BELOW AND PAINT PS  DOOR POSITION SWITCH (DOOR CONTACT)
RF  RADIO FREQUENCY SHIELDED DOOR
119B HALLWAY SEE (EY4-0" | (E)7-0" (E) (E) P-X (E)SW | P-X E7/22 NR 03 |(E) DOOR TO REMAIN. REMOVE EXISTING PAINT ON DOOR AND FRAME. PREP, PRIME RR  REMOTE RELEASE BUTTON
BELOW AND PAINT STC ACOUSTIC DOOR ASSEMBLY (INDICATE STC RATING
204A BELL TOWER B 30" 7.0" 1 3/4" HM P-X AM PX | B6/21 B6/21 E7/22 NR 12 ; ?gmgggé[) SLASS
204B IT CLOSET B 30" 7'-0" 13/4" HM P-X HM P-X | D8/21 D8/21 E7/22 NR 11 TL  TIMER LOCK (ELECTRIC LOCK/ UNLOCK OF DOOR
NOTE: USING ELECTRIC TIMER
1. SEE SPEC. SECTION 08 71 00 FOR ADDITIONAL DOOR DEMOLITION SCOPE U UNDERCUT 1"
2. CONTRACTOR TO FIELD VERIFY ALL EXISTING DOOR DIMENSIONS V. LEADGLASS
—— SURFAGE APPLIED | W WIRED GLASS
AUTO DOOR g
OPERATOR GLAZING
GL-1 HISTORICAL GLASS TO MATCH (E)
GL-2 CLEAR TEMPERED GLASS
WD WD WD GL-3 CLEAR GLASS
/ N\ WD, TYP
/ N\
& 4 4 4 & ¥ [ U
GL-4 BL-2 E;‘L-'ﬂ L :,E
= - I i i '\ /
4 4 4 % V4 4% < ~
GL-4 [GL-2 GL-4 [GL-
v 4 4 % 4 3 ) % V4 &
GL-4 L4 GL-4 BL-3 \\ ,/ 5L-2 BL-2 BL-2
I 'm' 1 \ﬁﬂ/
100A 100A
OUTSIDE INSIDE 102 119A 1198
o] o
113 115 /116
DA EXISTING DOOR ELEVATION
SCALE: 1/4"=1-0"
TYPE A TYPE B TYPE C NON SPR'NKLERED
F1 DOOR TYPES
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SHEET NOTES

WINDOW SCHEDULE
WINDOW FRAME WINDOW DETAIL FIRE | WINDOW MATERIALS FRAME MATERIALS
NUMBER ROOM NAME TYPE S PEMAT T FIN. HEAD JAMB RATING REMARKS
: W-1 STORAGE (E) | (B) | (E) | (B) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 GL GLASS AL ALUMINUM
W-2 STORAGE (E) | (E) | (E) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 RES RESIN PANEL SW  SOLID WOOD
W-3 STORAGE E) [ (E) | E) [ (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2
W4 CHAPEL € [ (E) | B | (E D1/21 F1/21 - 5. 6 - FRAMES TO BE PAINTED AP-2
W-5 CHAPEL E | EE ] E D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2
3 | W-6 CHAPEL E) | () | E) | (E) D1/21 F1/21 . 1. 6 - FRAMES TO BE PAINTED AP-2
23 W-7 KITCHEN E | (E) | (E) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2
2 W-8 JANITOR (E) | B) | B) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 WINDOW FRAME (GENERIC) FINISH
" W-9 STAFF RESTROOM | (E) | (E) | (E) | (E) B2/21 B2/21 - 6, FRAMES TO BE PAINTED AP-2
2 W-10 | OFFICE /RECEPTION | (E) | () | (E) | (B) D2/21 F2/21 - 6, FRAMES TO BE PAINTED AP-2 P-X PAINT (INDICATE TYPE CODE)
g
£ W-11__| OFFICE /RECEPTION | (E) [ (E) | (B) | (E) D2/21 F2/21 - 6, FRAMES TO BE PAINTED AP-2 FF FACTORY FINISH
X W-12 RECEPTION € [ E | E [ (E F6/21 F6/21 - 6, FRAMES TO BE PAINTED AP-2 VA STANDARD DOOR MODIFICATION CODE
£ W-13 HALLWAY E) [ E) | (E) | (E) F6/21 F6/21 - 6, FRAMES TO BE PAINTED AP-2
W-14 HALLWAY €) | (E) | (E) | (E) D2/21 F2/21 - 6, FRAMES TO BE PAINTED AP-2 /‘:D kﬁﬁ?ﬁlﬁ%@"égg OPENER (SWING OR SLIDE
_ | W-15 | OPERATIONS CENTER| (E) | (E) | (E) | (E) F4/21 F4/21 - 1, 4, 6 - FRAMES TO BE PAINTED AP-2 | AL AUDIBLE ALARM (ON EGRES(S) )
< W-16  |MULTIPURPOSE ROOM| (E) | (E) | (E) | (E) F4/21 F4/21 - 5, 6, FRAMES TO BE PAINTED AP-2 CL  STAND ALONE CARD READER LOCK
f W-17 __ |MULTIPURPOSE ROOM| (E) | (E) | (E) | (E) D2/21 F2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 CR  CARD READER
S W-18  |MULTIPURPOSE ROOM| (E) | (E) | (E) | (E) D2/21 F2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 D DOUBLE GLAZED TEMPERED GLASS
; W-19 DIRECTOR E) ] E) | (E) | (B) D2/21 F2/21 - 4, 6, 7 FRAMES TO BE PAINTED AP-2 35 Eféé¥§ﬁ;i%ﬁ§S§PEN
3 W-20 CEMETERY REP, E) | B) | (E) | (E) D2/21 F2/21 - 2. 3, 6, 7 FRAMES TO BE PAINTED AP-2 C  INTERCOM
£ O W-21 CEMETERY REP. (E) | (B) | (E) | (E) D2/21 F2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 D  INTEGRATED DOOR ASSEMBLY
% W-22 HALLWAY (E) | (B) | (E) | (B) D1/21 F1/21 - 6, 7 FRAMES TO BE PAINTED AP-2 L INTERLOCKED
o | | W-23 VESTIBULE (E) | B) | (B) | (B) D1/21 F1/21 - 6, 7 FRAMES TO BE PAINTED AP-2 . thVERNED BOORS
2 W-24 MEN'S RESTROOM | (E) | (E) | (E) | (E) B2/21 B2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 ‘ '[,L, L,G,f{l;lROOF LOUVER
g: W-25 MEN'S RESTROOM (E) | (E) | (E) | (E) B2/21 B2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 ‘ M MECHANICAL SEAL FOR LIGHT PROOF AND SOUND
o W-26 MEN'S RESTROOM | (E) | (E) | (E) | (E) B2/21 B2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 RETARDING DOOR
° W-27 | WOMEN'S RESTROOM| (E) | (E) | (E) | (E) B2/21 B2/21 - 6, 7 FRAMES TO BE PAINTED AP-2 P PANIC HARDWARE
R} W28 CHAPEL GREGCIEGRER D1/21 F1/21 - 1. 6, FRAMES TO BE PAINTED AP-2 gg gg‘g’?;’ggggg‘émfgﬂggoﬁgNT AT
W-29 CHAPEL E) | E) | E) | (E) D1/21 F1/21 - 1, 6, FRAMES TO BE PAINTED AP-2 RF RADIO FREQUENCY SHIELDED DOOR
W-30 CHAPEL (E) | (B) | (E) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 | RR  REMOTE RELEASE BUTTON
W-31 CHAPEL © | € | ()| E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 STC  ACOUSTIC DOOR ASSEMBLY (INDICATE STC RATING
W32 STORAGE B TEe1TE T ® D1/21 F1/21 - 6. FRAMES TO BE PAINTED AP-2 ; ?g&g&% GLASS
W-33 CHANCEL (E) | (E) | (E) | (E) D1/21 F1/21 - 1, 6, FRAMES TO BE PAINTED AP-2 TL TIMERLOCK (ELECTRIC LOCK UNLOCK OF DOOR
5 W-34 CHANCEL (E) | (E) | (E) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 USING ELECTRIC TIMER
3 W-35 CHANCEL B 1 Ee e E D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 U  UNDERCUT 1"
e _ W-36 CHANCEL (E) | (B) | (B) | (E) D1/21 F1/21 - 6, FRAMES TO BE PAINTED AP-2 vV LEADGLASS
; W-37 | TOWER STORAGE RM.| (E) | (E) | (E) | (E) D2/21 F2/21 - 6, FRAMES TO BE PAINTED AP-2 W WIRED GLASS
L =
§o WAl KITCHEN € | B | (E) | E) D2/21 F2/21 -
g W-12 OFFICE / RECEPTION | (A) | (N) | AL | FF F6/21 F6/21 SIM. -
W-I3 CEMETERY REP. B) | (N) | AL | FF F6/21 F6/21 SIM. -
REMARKS:
1. REPLACE CRACKED OR BROKEN WINDOW PANE
2. REPLACE PLEX! GLASS PANEL WITH NEW WINDOW PANE, MATCH
EXISTING
B o 3. REPAIR EXISTING EXTERIOR CONCRETE WALL AT WINDOW JAMB
. 4. REMOVE EXISTING WINDOW MOUNTED AIR CONDITIONER UNIT,
2 INSTALL NEW WINDOW PANE TO MATCH EXISTING
) 5. REPLACE MISMATCHED WINDOW PANE TO MATCH EXISTING GLAZING
- COLOR AND PATTERN
S 6. REFURBISH EXISTING HISTORIC STEEL WINDOW FRAME, RE-PUTTY
» GLAZING AS REQUIRED
5 7. REMOVE (E) METAL FRAME WINDOW AS REQUIRED AND REPLACE SILL
N PORTION OF WINDOW FRAME. REINSTALL WINDOW. NEW SILL FRAME
N PROFILE IS TO MATCH EXISTING FRAME PROFILE.
L]
§ NOTES: REFER TO INTERIOR FINISH SCHEDULE ON SHEET A28
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LEGEND: ' ROOM FINISH SCHEDULE ' CEILING: FLOORING: | :
LEGEND: _ ACT-1 ACOUSTICAL CEILING TILE CPT-1 CARPET TILE 1 : INTERIOR FINISH LEGEND
WALLS CEILING ARMSTRONG - ULTIMA SHAW CONTRACT GROUP
ACT ACOUSTICAL TILE CEILING ROOM . — HEIGHT : ULTIMA HIGH NRC : STIPPLE TILE 5T116 _
CPT CARPET TILE SQUARE LAY-IN, FINE TEXTURE GOUACHE 13761 - ASHLAR . S
NO. ROOM NAME FLOOR BASE | NORTH | EAST | SOUTH WEST MATERIAL (AFF) REMARKS 1910 - 24 X 24 X 3 SARAH GLASS ‘] CPT-1 | CARPETTLE
P PAINT - PRELUDE §#" SUSPENSION SYSTEM 310.486.5378 CELL .
PT : PORCELAIN TILE 100 (E) ENTRANCE CORRIDOR RT-1 4"RB P-0 P-0 P-0 P-0 (E) (E) |PT @ DRINKING FOUNTAIN ,\B,,';{TTZZ‘H"E‘\?V VSVX',\',E[]:E;{N(FS"," SARAH.GLASS@SHAWINC.COM P14 PORCELAIN TILE
RB RUBBER BASE 101 CHAPEL RT-1 6" PT-B P-0 P-0 P-0 P-0 STAINED / DECORATIVE PAINTED WOOD CEILING & TRUSS SURFACES (E) SF-1: BORDER TILE & SF-2: UNDER PEWS 323.219.5036 CELL PT-1 PORCELAIN TILE 1
RT RESILIENT TILE 101A EXTERIOR ENTRY (CHAPEL VESTIBULE) (E) (E) E) (E) E) E) () (E) MJSANDER@ARMSTRONG.COM 8%53';;? - \SI(I)EFANDA SOLIDS
SF SHEET FLOORING RT- " PT- P- P-0 P-0 AP-1 PAINTED PLASTER - P-0S E ;
102 CHANCEL T 6 - 8 0 () P-GWB  PAINT - GYPSUM WALLBOARD DONNA E. APCAR SF-1 SHEET VINYL
S SATIN 103 KITCHEN _ RT-1 6" RB P-0 AP-1 P-0 P-0 PAINTED PLASTER - P-0S (E)  |INTEGRAL COVED BASE BUNN EDWARDS £18.308.6011 CELL
CcG CORNER GUARD 104 STAFF RESTROOM PT-1 6" PT-B1 PT-B PT PT PT PAINTED PLASTER - P-0S (E)  INTEGRAL COVED BASE/ FULL HT. PT. A 1801 ANTIQUE LINEN - FLAT DONNA.APCAR@DALTILE.COM =]
F FLAT 105 OFFICE / RECEPTION CPT-1 4" RB P-0 P-0 P-0 AP-1 PAINTED GYPSUM BOARD - P1-GWB 8-0" LARRY LOO, CSI - SF-2 SHEET VINYL
(E) EXISTING 106 RECEPTION CPT-1 4" RB P-0 P-0 AP-1 P-0 ACT-1 811" 626.560.7777 CELL CUSTOM B"UILDING PRODUCTS l
AP ACCENT PAINT 107 OPERATIONS CENTER CPT-1 4"RB P-0 P-0 P-0 APl |ACT-1 80" LARRY.LOO@DUNNEDWARDS.COM CROUT - 4, SANDED
108 MULTIPURPOSE ROOM CPT-1 4" RB P-0 P-0 P-0 AP-1 PAINTED CONCRETE - P0 8-0" P1-GWB  PAINT 1- GYPSUM WALLBOARD RT-1 RESILIENT TILE
109 DIRECTOR CPT-1 4" RB AP-1 P-0 P-0 P-0 ACT-1 8-0" ' DUNN EDWARDS RT-1 VINYL COMPOSITION TILE 1
110 CEMETERY REP. CPT-1 4" RB P-0 AP-1 P-0 P-0 ACT-1 0" : A 1801 ANTIQUE LINEN - SEMI-GLOSS VERSA QUARTZ TILE
111 HALLWAY RT-1 4"RB P-0 P-0 P-0 P-0 ACT-1 8-0" %gg‘;gol-g% %%'LL :*ZUF)‘(T%V' LLE QHUN \ / f?fyféﬁf'éﬁ%t%ﬁ?mr
112 MEN'S RESTROOM PT-1 6" PT-B1 PT-B PT PT PT PAINTED GYPSUM BOARD - P1-GWB (E) LARRY.LOO@DUNNEDWARDS.COM DREW ELSHOFF AP-0 OR NOTED MATERIAL
113 WOMEN'S RESTROOM PT-1 6" PT-B1 PT-B PT PT PT PAINTED GYPSUM BOARD - P1-GWB (E)  |COVED BASE (INTEGRAL)/ FULL HT. PT. 626.674.3760 CELL
114 CLOSET RT-1 4"RB P-0 P-0 P-0 P-0 PAINTED GYPSUM BOARD - P1-GWB (E)  |COVED BASE (INTEGRAL)/ FULL HT. PT. WALLS: DREW@DMFLOORS.COM
115 STORAGE (E) (E) (E) (E) (E) (E) (E) (E) P-0 PAINT - FIELD A SHEET FLOORIN
116 STORAGE E) (E) (E) (E) (E) (E) (E) (E) _|(E)FLOORING TO REMAIN B 150 ANTIGUE LINEN - EGGSHELL SF SORBO. . WAL TON N
117 JANITOR RT-1 6" RB P-0S P-08 P-0S P-0S PAINTED PLASTER/ CONCRETE - P0-S (E) (E) FLOORING TO REMAIN LARRY LOO, CSl 123 BLACK
118 VESTIBULE RT-1 4"RB P-0 AP-1 P-0 P-0 ACT-1 (E) 626.560.7777 CELL 12" X 24"
119 HALLWAY CPT-1 4" RB P-0 AP-1 P-0 P-0 ACT-1 8-11" |COVED BASE (INTEGRAL) LARRY.LOO@DUNNEDWARDS.COM Aggﬁxﬁg - FSTU1T & APPLIED AS BORDER
" A -
P-0S PAINT - FIELD
DUNN EDWARDS SF-2 SHEET FLOORING 1
A 1801 ANTIQUE LINEN - SATIN FORBO - WALTON CIRRUS
LARRY LOO, CSI 3352 BERLIN RED
626.560.7777 CELL ACCENT - CUT & APPLIED UNDER PEWS
n LARRY.LOO@DUNNEDWARDS.COM TRACY KOH
204 STORAGE RT-1 4"RB (E) (E) (E) (E) (E) $18.679.6596 CELL
AP-1 ACCENT PAINT 1 TRACY.KOH@FORBO.COM
DUNN EDWARDS
ICI 884 SILENT FOG - EGGSHELL MISCELLANEOUS:
LARRY LOO, CSI PL-1 PLASTIC LAMINATE
626.560.7777 CELL WILSONART
LARRY.LOO@DUNNEDWARDS.COM 7939K-38 BLOND ECHO
JOE CHON
AP-2 ACCENT PAINT 2 - WINDOW FRAMES ONLY 562.781.4056 CELL
DUNN EDWARDS CHONJ@WILSONART.COM
A 1832 MANSARD STONE - EGGSHELL
LARRY LOO, CSI §S-1 SOLID SURFACE
626.560.7777 CELL AVONITE SURFACES
LARRY.LOO@DUNNEDWARDS.COM STUDIO COLLECTION
COTTONWOOD KI-6600
PT-W PORCELAIN WALL TILE LINDA BERAN
DALTILE - SLIMLITE 562.714.6061 CELL
ALMOND TP05, 20" x 39" LINDA@ROYALPLYWOOD.COM
FULL HEIGHT WALL APPLICATION, HORIZONTAL STACKED
DONNA E. APCAR GL-1 GLAZING
F 818.303.6911 CELL 3FORM SLIDING PANELS
DONNA.APCAR@DALTILE.COM ;)LEAR GLASS, TEMPERED
" THICK
CUSTOM BUILDING PRODUCTS FRONT / BACK: PATENT
GROUT - 3/16", NON SANDED HARRIET MORGAN
— #10 ANTIQUE WHITE 213.507.7910 CELL
HARRIET.MORGAN@3-FORM.COM
BE 1" BEYOND PEW : PT-B PORCELAIN TILE BASE
SUPPORT LEGS ON ALL RT-1 RT- DALTILE
SIDES, TYP. $3619T, K111 BLACK
C4 TYP. PEW SPACING DIAGRAM 6" X 6" COVED, 1" X 6" COVED OUTCORNER
SCALE: 3/16"=10" DONNA E. APCAR
818.303.6911 CELL
DONNA.APCAR@DALTILE.COM
@ o @ . @ @ @ @ - @ | @ CUSTOM BUILDING PRODUCTS
20-3 33-10 16'-0" 10"-9" -8" 9-8 10'-9" 9-8" GROUT - %", NON-SANDED
" '! 1 " ’} ] ] ’{ ] #60 CHARCOAL
| | | | | | | | | PT-B1 PORCELAIN TILE BASE 1
DALTILE - VERANDA SOLIDS
GRAVEL
@ - - - - - - - - - - - - = AP — s — - — - — - 4 — - - - - 6" X 13" COVE BASE
: T o 1" X 6" OUTSIDE COVE CORNER
o DONNA E. APCAR
| ! i ENs W T | | I 818.303.6911 CELL
P o1 ke DONNA.APCAR@DALTILE.COM
: T : -
- =S 1?75 CUSTOM BUILDING PRODUCTS
GROUT - 4", SANDED
#185 LIGHT SMOKE
RB RUBBER BASE
9 — — — _ _ _ _ _ — - _ — - BURKE, TYPE TP
2 701 BLACK, 4" HIGH
= PATTY BRELAND
< 714.717.4220 CELL
@ I B 3 3 3 B 3 B 3 3 3 B _ STORAGE T} PATTYBRELAND@BURKEINDUSTRIES.COM
-SF/TTSF Bt
&
e
( 7% o
@ T e ey T T et _ | EXTERIOR
ik CE T N AN S R R B 4 & ) ENTRY
i - AN | Il o PR i U I : RT-4 101 | e, O\ s 10'-9" 98"
?H T T T T T CEMETERY - , I 1] —Ll-‘ | ; ;
a0 R TR | : "11LL "yj ‘171
" o o A1 - T . -sFI239SF. ¢ . i _ -
. T D - -SFI70SF .- R N I R i - k % ] _LLL ‘LL\_
1 AP T ‘ e T L « T cLoseT ’ gt 1 g8 i i
' | 937-1, B . N — EH kil hL ! H - . = STORAGE
@ i | ' | S | |-sFosr P :
a4 — - 1 N - - - — . 4 - 1 e - ] - -
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-- . gt AP - TYP. T e -
@i = i e - - - - - - - S I
- ’. o leera| o \ @ B - —
<! L R A 8 TYP. N
ol SR | e 1 .. 7~ RECEPTION' "~ w0
i R N R o | ALGN TILE TRANSITION ! 4 . _ .
PR Wil U — —— g " __P-0_ OPERATIONS- - -SFI00SF - WITH FRONT EDGE OF
(3) _ ey P g R PEW SEAT, TYP.
L . | CPTA (7] == 0 JCPTA[r | e
: AP S glie oo T %
5 3 T AP l ! |
2 — — — - e - S —
l — RT-1 1 |
2
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100
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SIZE GPM ETEU VU VEL(FPS) 1. ALL NEW PLUMBING INSTALLATION SHALL IN STRICT ACCORDANCE WITH THE 2013 INTERNATIONAL
~ AE  ARCHITECT / ENGINEER s T PLUMBING CODE, INTERNATIONAL BUILDING CODE AND ALL OTHER APPLICABLE CODES AND
DIRECTION OF PIPE PITCH (DOWN) AD  AREA DRAIN 12" 9 ’ 3.0 REGULATIONS.
AFF  ABOVE FINISH FLOOR - :
D4 GATE VALVE P DIRECTION OF FLOW AFG ABOVE FINISH GRADE 3/4" 5 6 - 3.9 2. COORDINATE PLUMBING SYSTEMS WITH WORK OF OTHER TRADES PRIOR TO ANY FABRICATION OR
5% ANCHOR AG AIRGAP " 10 13 ) 49 INSTALLATION. PROVIDE ALL FITTINGS, OFFSETS, AND TRANSITIONS AS REQUIRED FOR A
{ag GLOBE VALVE AP ACCESS PANEL ' COMPLETE WORKABLE INSTALLATION.
> REDUCER OR INCREASER AS ~ AUTOMATIC SPRINKLER 11/4" 18 24 - 5.4
G GATE VALVE WITH 3/4 " HOSE ADAPTER ASD  ADJUSTABLE SPEED DRIVES 1172 27 47 10 6.0 3. ALL OWNERS EQUIPMENT SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE EQUIPMENT
— B, ECCENTRIC REDUCER ASD  AUTOMATIC SPRINKLER DRAIN o MANUFACTURER'S RECOMMENDATIONS AND APPLICABLE CODES. PROVIDE ALL SOV'S, FITTINGS,
N CHECK VALVE | CTION. 45° OR 90" BFP  REDUCED PRESSURE BACKFLOW PREVENTER 56 158 64 6.0 TRANSITIONS, VALVES, AND OTHER DEVICES REQUIRED FOR A COMPLETE WORKABLE
O TOP CONNECTION, 45° OR 90 BHP  BREAK HORSEPOWER 212" 75 245 124 6.0 INSTALLATION.
& ANGLE GLOBE VALVE é . . BSP BLACK STEEL PIPE
BOTTOM CONNECTION, 45° OR 90 giu EQTTT;S‘?HERM ALUNIT 4 ACCESS PANELS SHALL BE AS PER SPECIFIED BY ARCHITECT. FOR STANDARIZATION.
—— BUTTERFLY VALVE | SIDE CONNECTION BTUH BRITISH THERMAL UNIT PER HOUR
e Ol CAST IRON 5. PROVIDE AND INSTALL WASTE PIPE FITTING CLAMPS "HUSKY" SD-4000 HEAVY DUTY IN AREAS
__ﬂ_ BALL VALVE J CAPPED OUTLET CO  GLEANOUT 0 s sC DEEMED CRITICAL OR OVER ALL SENSITIVE AREAS.
5 RISE OR DROP IN PIPE CD CONDENSATE DRAIN HOT WATER PIPE SIZE HEDULE
D‘!a MODULATING CONTROL VALVE | COD CONDENSATE OVERFLOW DRAIN 6. 25‘:‘%2';80 \A‘;\:&HE gg)&g?\ﬁ;iﬁg\&? P}j\NNl:)E:'-'ISEIGHT OF ALL PLUMBING FIXTURES & MEDICAL GAS
ik UNION DCW  DOMESTIC COLD WATER ’ :
—K— TWOPOSITION CONTROL VALVE o PIPE UP D D o AT BETURN SIZE GPM FTFU. VEL(FPS) 7. CONTRACTOR SHALL PROVIDE A SUPPORT HANGER AT EACH POC TO EXISTING PIPE (WATER, MED
DN DOWN ' GAS, SANITARY, VENT).
—%— THREE-WAY MODULATING CONTROL VALVE ¢ PIPE DOWN DS DOWNSPOUT 172" 2 1 3.0
DW  DISHWASHER 34" 5 B 3.9 8. CONTRACTOR SHALL PROVIDE SOV'S AT ALL NEW POINTS OF CONNECTIONS TO MAIN PIPING
e__> ijg )ggTCSgh\}\[Eggyl(OgggTWEEN NEW DWG DRAWING " 0 '3 40 SYSTEMS AND EXISTING POC'S.
—%—- THREE-WAY TWO POSITION CONTROL VALVE ! (POC) EL  ELEVATION o : RO AR £ FOR PHASING
" . REFER CH. DRAWINGS F .
e POINT OF DEMOLITION (POD) ET EXPANSION TANK 18 24 50 S
EX EXISTING 112" 27 47 5.0
INVERTED BUCKET TRAP SET INCLUDING F FAHRENHEIT 2" 56 158 5.0
—pl— PRESSURE REGULATING VALVE 5 T0 FLOOR CLEANOUT "
PIPING ACCESSORIES FD FLOOR DRAIN 2172 75 245 5.0
— AUTOMATIC FLOW CONTROL VALVE o Eg Eiig\?vRs?A‘/ll\jTléH
FLOAT & THERMOSTATIC TRAP SET
_% INCLUDING PIPING ACCESSORIES FU  FIXTURE UNITS ANCHORAGE, SUPPORTS & RESTRAI NTS
PRESSURE RELIEF VALVE
L STRAINER GCO GRADE CLEANOUTS
A4 gm gﬁttg:g ggs ;‘A%UU'?FE 1. ANCHORAGE OF MECHANICAL EQUIPMENT INSTALLED AS A PART OF THIS PROJECT IS DETAILED
_{I MANUAL AIR VENT E—I THERMOMETER GVTR GAS VENT THROUGH ROOF ON THE STRUCTURAL DRAWINGS. SEE APPROPRIATE PLANS AND DETAILS. WHERE NO DETAILS
OWH GAS FIRED WATER HEATER ARE SHOWN THE FOLLOWING SHALL APPLY FOR ANCHORAGE AND SUPPORTS NOT REQUIRING
@-n—I PRESSURE GAGE STRUCTURAL CALCULATIONS. THESE INCLUDE THE FOLLOWING:
H&CW HOT AND COLD WATER :
? TEST PLUG (PRESSURE/TEMPERATURE) ) FLOW ELEMENT HB  HOSE BIBB a. MECHANICAL EQUIPMENT WEIGHING LESS THAN 400 POUNDS
HS  HAND SINK SUPPORTED DIRECTLY ON THE FLOOR OR ROOF.
‘ CO o0 CLEAN OUT HWCP HOT WATER CIRCULATING PUMP b. TEMPORARY OR MOVABLE MECHANICAL EQUIPMENT (NON FIXED AND MOVABLE
. AUTOMATIC AIR VENT AS EXEMPTED BY THE IBC 2013
g 7 co— HOSE BIB INV- INVERT c. MECHANICAL EQUIPMENT WEIGHING LESS THAN 20 POUNDS
IPC INTERNATIONAL PLUMBING CODE SUPPORTED BY VIBRATION ISOLATORS.
W  INDIRECT WASTE d. MECHANICAL EQUIPMENT WEIGHING LESS THAN 20 POUNDS
IWH  INSTANTANEOUS WATER HEATER SUSPENDED FROM A ROOF OR FLOOR OR HUNG FROM A WALL.
LAV  LAVATORY
PERMANENT EQUIPMENT IN ITEMS A,C, AND D MUST BE SUPPORTED AND ANCHORED TO RESIST
LV LABORATORY VACUUM THE FORCES PRESCRIBED AS MODIFIED BY THE IBC 2013 AND THE ANCHORAGE SHALL BE
M  METER APPROVED BY THE APPROPRIATE DESIGN PROFESSIONAL OF RECORD AND PART OF FIELD
MA  MEDICAL AIR REVIEWS/OBSERVATIONS. THE INSPECTOR OF RECORD SHALL ASSURE THAT THE ABOVE
MH MANHOLE REQUIREMENTS ARE ENFORCED.
MSB MOP SERVICE BASIN
MV  MEDICAL VACUUM 2. THE PARAMETERS USED FOR DESIGN OF THE LATERAL FORCE RESISTING SYSTEMS ARE NOTED

ON THE STRUCTURAL DRAWINGS AND ARE SPECIFIC TO THIS PROJECT. SEE IBC FOR

DRAWING SYMBOLS PLUMBING PIPING SYMBOLS NIG NOT IN CONTRACT

NTC NOT TO SCALE 3. PIPING, DUCTWORK, AND CONDUIT SHALL BE BRACED AND SUPPORTED PER ONE OF THE
02 OXYGEN FOLLOWING APPROVED SYSTEMS UNLESS OTHERWISE NOTED:
OFD OVERFLOW DRAIN
A S AT PIPING TO BE REMOVED OR  OPERATING ROOM a. MASON INDUSTRIES, INC., SEISMIC RESTRAINT GUIDELINES FOR SUSPENDED
DETAIL NUMBER OVFL OVERFLOW PIPING, DUCTWORK AND ELECTRICAL SYSTEMS.
D RAING NUMBER WHERE DRAWN - DOMESTIC COLD WATER, COLD WATER b. TOMARCO CONTRACTOR SPECIALTIES, TOMARCO ISAT SEISMIC RESTRAINT
w PG  PRESSURE GAGE SYSTEM.
SR — DOMESTIC HOT WATER, HOT WATER PRS PRESSURE REDUCING STATION c. B-LINE SYSTEMS, INC., B-LINE SEISMIC RESTRAINTS.
PRV PRESSURE REDUCING VALVE d. TOLCO SEISMIC RESTRAINT PRODUCTS FOR PIPE AND TRAPEZE.
A SECTION LETTER HOT WATER RETURN PSIA  POUNDS PER SQUARE INCH ATMOSPHERE ’
MEDICAL AR PSIG POUNDS PER SQUARE INCH GAUGE 4.  ACOPY OF THE BRACING SYSTEMS INSTALLATION MANUAL SHALL BE ON THE JOBSITE PRIOR TO
\ PLit5 / DRAWING NUMBER WHERE SHOWN WA PTRV PRESSURE TEMPERATURE RELIEF VALVE STARTING THE INSTALLATION OF HANGERS AND/OR BRACES. SUBMIT APPLICABLE DETAILS FOR
~ REVIEW AND APPROVAL.
W MEDICAL VACUUM R RELOCATED
RD  ROOF DRAIN 5.  ALL ANCHORAGE, SUPPORT AND SEISMIC RESTRAINT WORK TO BE IN ACCORDANCE WITH THE
BUILDING NO. WHERE EQUIPMENT IS LOCATED. 02 OXYGEN RDL ROOF DRAIN LEADER APPROVED VA PROGRAM.
EQUIPMENT ABBREVIATION (PUMP ! RL  ROOF LEADER
/ / (PUMF) P NON-POTABLE WATER RO  REVERSE OSMOSIS WATER 6.  LAYOUT DRAWINGS, SHOWING THE BRACING/SUPPORT LOCATIONS AND REFERENCES TO
( 26-P 3 '9/ PUMP NO.3 IN BUILDING NO.26 co CONDENSATE DRAIN RWL RAIN WATER LEADER DETAILS FROM THE RELEVANT FOR PIPING/DUCTS/CONDUITS EXCEPT FIRE SPRINKLERS, NEED
I SANITARY SEWER SAN  SANITARY SEWER TO BE SUBMITTED FOR USE BY THE IOR AND VA FIELD STAFF.
N
TYPICAL UNIT NO. o SDMH STORM DRAIN MANHOLE
ss SANITARY SEWER (OPTIONAL) SP SUMPPUMP
SPR  SPRINKLER LINE
s o o s GAN o s oo SANITARY SEWER, BELOW GRADE SOFT SQUARE FEET
SS  STAINLESS STEEL
sw STORM WATER ST STORAGE TANK
SW  STORM WATER
op OVERFLOW DRAIN
TGV TEMPERATURE CONTROL VALVE
sew SOFTEN COLD WATER TD  TEMPERATURE DIFFERENCE
TD  TRENCH DRAIN
Fow FILTERED COLD WATER TDH TOTAL DYNAMIC HEAD
TEMP TEMPERATURE
P DRINKING WATER SUPPLY TMV  THERMOSTATIC MIXING VALVE
DWR DRINKING WATER RETURN TP TRAP PRIMER
TSTAT THERMOSTAT
Tws TEMPERED WATER SUPPLY TYP  TYPICAL
TR TEMPERED WATER RETURN UPC UNIFORM PLUMBING CODE
NO NITROUS OXIDE UR  URINAL
V. VENT
NG NATURAL GAS VAC VACUUM
VB VACUUM BREAKER
ne NATURAL GAS, BELOW GRADE VCO VACUUM CLEANER OUTLET
FoD FUEL OIL DISCHARGE VP VACUUM PUMP
VS VENT STACK
Fos FUEL OIL SUPPLY VTR VENT THROUGH ROOF
Fov FUEL OIL VENT W WASTE
WC  WATER CLOSET
FOR FUEL OIL RETURN WCO WALL CLEANOUT
WG WATER GAGE
WH WATER HEATER
WHA WATER HAMMER ARRESTER
WM WATER METER
WPD WATER PRESSURE DROP
WS WASTE STACK
YCO YARD CLEANOUT
YH  YARD HYDRANT
NON-SPRINKLERED
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GENERAL NOTES

. FIELD VERIFY ALL EXISTING PLUMBING
CONDITIONS PRIOR TO SUBMITTING
SUBMITTALS, BIDS OR START OF ANY
WORK.

2.
REFER TO ARCHITECTURAL DWG'S FOR
COMPLETE SCOPE INCLUDING THESE
DOCUMENTS FOR EXTENT OF WORK.
3.
CONTRACTOR TO X—RAY (E)CONCRETE
WALL AND FLOOR SLAB PRIOR TO ANY
PIPE, CONDUIT OR DUCT PENETRATION.
NO EXISTING WALL REINFORCEMENTS
TO BE CUT AND TO LOCATE ANY
EXISTING UNDERGROUND - PIPING.
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GENERAL NOTES

1. FIELD VERIFY ALL EXISTING PLUMBING
CONDITIONS PRIOR TO SUBMITTING
SUBMITTALS, BIDS OR START OF ANY WORK.

2. REFER TO ARCHITECTURAL DWG'S FOR
COMPLETE SCOPE INCLUDING THESE
DOCUMENTS FOR EXTENT OF WORK.

3. CONTRACTOR TO X-—RAY (E)CONCRETE WALL
AND FLOOR SLAB PRIOR TO ANY PIPE,
CONDUIT OR DUCT PENETRATION. A
NO EXISTING WALL REINFORCEMENTS TO BE

CUT AND TO LOCATE ANY EXISTING

it UNDERGROUND PIPING.
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PLUMBING PLAN - TOWER STORAGE / .T. ROOM K;(
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PLUMBING PLAN - TOWER STORAGE / I.T. ROOM WITH FILTER.

SCALE: 1/4"= 10"
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LAVATORY
: N
L&_ / 1/2" HANGER ROD @ 6-0" O.C., TYP. FOR CONT, SEE
3

(4 .
B-LINE B22 CHANNEL Etggg Ihrl:?_AN ; WATTS REGULATOR
2-6" MAXIMUM WITH SC 228 ROD \ No. DET-5 POTABLE
STIFFENER @ WHERE WATER EXPANSION TANK
BRACING OCCUR, TYPICAL I
1/2"HW (105°F) ey 1/2°CW W/ STOP VALVE a BALL VALVE (TYP) COMBINATION PRESSURE &
W/ STOP VALVE / L INE 22 STRUT LONGITUDINAL UNION. (TYP) T /— TEMP RELIEF VALVE
CONNECT TO “BA'?A’)\(?N‘T-U% 12-0"0.C. T k}-—-
WATER HEATER AL 1/2°CW INLET W/ RUN DRAIN TO SPILL OVER
W/ 1/4" NPT 3-WAY STOP VALVE . SERVICE SINK
C 2" WIDE, 16GA —— - a
: STEEL BAND
« J-BOX (BY ELEC) B-LINE B2400 SERIES L Min. SECURED TO WALL EWH-2
PIPE STRAPS W/ WOOD BLOCKING ATER HEATER (WA 1
I B-LINE B2000 SERIES B-LINE B22 STRUT & BOLTS A.O. SMITH MODEL DEL-10 OR EQUAL
EwH-1 P 2" WASTE PIPE STRAPS TRANVERSE BRACE @ 12-0" 0.C. MAXIMUM 10 GAL STORAGE, 4KW ELEMENT
i 4 240 V., 18 21 GPH RECOVERY @
= B-LINE B335-2-1/2 © n 100 ° RISE.
e ADJUSTABLE HINGE ; [ SET HEATER @ 130°F
u’ - S LONGITUDINAL BRACE ) i
i IZE AS REQUIRED 5" DEEP, ZZGA"‘_“—'“Flw____L___'D_e‘_ RUN DRAIN TO SPILL OVER
l STEEL PAN W/HEMMED SERVICE SINK
- EDGES & SOLDERED
SEE NOTE BELOW HEXAGONAL NUT & JOINTS T~
SQUARE WASHER WALL SUPPORT (SEE STRUCTURAL)
J - \
ELEC CONDUIT FLOOR NOTE: DETERMINE LENGTH OF TRAPEZE, MAKING SURE SUFFICIENT LENGTH IS ADDED NOTES:
TO ATTACH THE ALL THREADED ROD AND BRACING ATTACHMENTS. 1. MOUNT HEATER ON PLATFORM. SHELF BY

GENERAL CONTRACTOR.

2. WATER HEATER SHALL BE CALIFORNIA
ENERGY COMMISSION LISTED.

NTS

| @ INSTANTENEOUS WATER HEATER (EWH-1) TRAPEZE SUPPORT AND SEISMIC DETAIL @ ELECTRIC WATER HEATER (EWH-2)

HANGER
ROD FORCE
(Z-DIRECTION) CLAMP WATERPROOF

MEMBRANE INSIDE OF

1/2" HANGER ROD @

6'-0" 0.C.. TYP. /— 112" HANGERROD @ 60" O.C, TYP. CEMENT BED DRAIN BODY
B-LINE B22 CHANNEL E B-LINE B22 CHANNEL TILE FLOOR LOOSE GRAVEL NICKLE BRONZE WATERPROOF
B WITH SC 228 ROD g |,/ WITHSC 228 ROD B-LINE B22 CONCRETE FILL AT WEEP HOLES ADJUSTABLE MEMBRANE
STIFFENER @ WHERE STIFFENER @ WHERE TRANSVERSE Smm to Bmm SizE\ STRAINER
BRACING OCCUR B-LINE B22 BRACING OCCUR BRACE !.l.l.
g LONGITUDINAL . Il.l'll. 2
BRACE 1 Min. £ e JR

B-LINE B335-2-1/2 BOLT B-LINE B335-2-1/2 BOLT o ;
SIZE ADJUSTABLE HINGE SIZE ADJUSTABLE HINGE v AN Zﬂzﬂ"‘ﬁ”mi . .
- b D 5 7 #
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s ) bonit “%:Z;{:’J’ . A!s yv 2-, 4 " ’
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B-LINE B3140 PIPE CLAMP CLEVIS HANGER SUPPORT PLATE WHEN
OR B3373 RISER CLAMP SERIES DRAIN IS INSTALLED IN
N—  B-LINE B3100 SERIES PIPE END VIEW AN EXISTING FLOOR —
PRIOR TO RE—GROUTING THREADED, CAULKED OR
- 4" MAXIMUM NO—HUB CONNECTION
PIPE SIDE VIEW
] b
D5 SINGLE PIPE SUPPORT WITH SEISMIC BRACE DETAIL D8 [YPE 'C’ FLOOR DRAIN DETAIL
NTS NTS
DRAIN LINE SHALL BE AT LEAST THE SAME
SIZE AS THE NIPPLE ON THE DRAIN PAN
PIPING SHALL BE RIGID COPPER TYPE L OR AN
TYPE M UNLESS NOTE BELOW IS MET
NON-AERATING
PITCH DOWN . FLOW CONTROL
TOWARD DRAIN : DEVICE
GOOSENECK SPOUT
CLEAN QUT 1
. af] 7 a
DRAIN ELECTRONIC -—-———\JEL
- SENSOR
H € [ra
-5 DIELECTRIC i
~ bl FITTING |
@ A
ANGLE STOP &
JEg ELECTRONICS B SUPPLY (TYP)
FLOOR SINK 120v-19 S
NOTE: 1. CPVC PIPE MAY BE USED ONLY IF APPROVED BY THERMOSTATIC
LOCAL VA AND IS INDOORS AND DOES NOT PASS THROUGH MIXING VALVE
RATED BARRIERS. CLEAN OUT
2. DIELECTRIC FITTING TO BE USED WHEN TWO DISSIMILAR TRAP
METALS ARE TO BE CONNECTED.
UNIT TYPE A B
RAW THRU | 2" [50mm] |
DRAW Y1 pLus x
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1" [25mm
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ELECTRIC WATER HEATER PLUMBING FIXTURE CONNECTION SCHEDULE
TEMP, OF OA DIM. CODE DESCRIPTION WASTE | TRAP VENT cw HW REMARKS
SYMBOL | LOCATION | MANUFACTURER | MODEL No. | Zroanve |  WATER ELECTRICAL AT BTaTE OPER. WT NOTES
GaLtons | N | out (IN) Ny | (LBs) P101 | WATER CLOSET (ADA) 4 INTEGRAL 2" " ~ | FLOOR MOUNTED, STD. FLUSH VALVE, OPEN FRONT
/N | Toier Roou RHEEM RTE-3 - 60 | 105 | 3kwer2ov | 53/8 | 101/ - WALL MTD. UNDER LAV. 120V, RATED @ 1 GPM P103 | WATER CLOSET (ADA) 4 INTEGRAL 2" " = | WAL MOUNTED, STD. FLUSH VALVE, OPEN FRONT
“ & KITCHEN FLOW RATE.
P201 | URINAL (ADA) 2" INTEGRAL | 1-1/2" | 3/4" - | waL woune.
JANITOR RHEEM RTE-7 - 60 | 120 | 7kwe20v | 53/8 | 101/4| - WAL WTD. UNDER LAV. 240V, RATED ©@ 2 GPM P413 | LAVATORY (STAFF) 2" 1-1/2" 1-1/2" | /2 1/2° | COUNTER TOP, SENSOR FAUCET.
P418 | LAVATORY (ADA) 2 1-1/2" 1-1/2" 1/2° 1/2° | ELECTRONIC SENSOR FAUCET.
P502 | SERVICE SINK 3 3 2" 1/2° | 1/2" | FLOOR MOUNTED, SQUARE TYPE
) . . « | COUNTER TOP, SINGLE LEVEL FAUCET,
P528 | SINK (W/GABAGE DISPOSAL) | 2 INTEGRAL 2 1/2 /2" | W CORBAGE DISPOSAL, 120V-18
P08 | ELECTRICAL WATER COOLER 2" 1-1/2" -1/ | 7 = | BI-LEVEL ADA ACCESSIBLE, 120V-1¢
" P801 | HOSE BIBB - - - 3 - | INTERIOR W/VACUUM BREAKER
M PPP TRAP PRIMER BEHIND ACCESS PANEL., HARD
P80Z | TRAP PRIMER - - - 1/2 = | DRAWN COOPER CONNECTION,
P811 | FLOOR DRAN 2" 2" 11/2" ~ = | WITH TRAP PRIMER CONNECTION.
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